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GENERAL
INFORMATION

GI-002

North: ______  South: ______  East: ______  West: ______

   Special Use and Occupancy (e.g. High Rise, Covered Mall):   __________________

BAHTBABABA

Design Wind Speed:  ______ mphB.      Seismic Design Category: ______

Required: ______     Provided: ______   Type of Sprinkler System: ____________

Sprinklers:F:

Mixed Occupancies:   ______         Nonseparated Uses:   ______E.

          separation distance (in hours):
 Requirements for the Exterior Walls based on the fireFire Resistance RatingD.

C.      Type of Construction  (circle one):

   Change in Use: Yes ______ No ______  Mixed Occupancy: Yes ______  No ______

Guidelines
ADA Accessibility
Building Conservation
Uniform Code for
National Electrical Code

Conservation Code
International Energy
International Fire Code
International Plumbing Code
International Mechanical Code
International Building Code

YearYear

APPLICABLE CODES

A.      Occupancy and Group:  ________    ________    ________    ________     ________

CODE ANALYSIS

2006
2006
2006
2006

2002

2003

A

X X

0 0 0 0

YES YES WET

D 90

N.A.

X

ROD & SHELF

TOP OF WALK
TOP OF LANDSCAPING
TOP BACK OF CURB
TOP OF MASONRY
SYNTHETIC STUCCO EXTERIOR INSULATION SYSTEM

VINYL WALL COVERING

SOUND ATTENUATION BLANKET

GAGE OR GAUGE
GLAZED STRUCTURAL UNIT

WITHOUT
WITH
WELDED WIRE FABRIC

VERTICAL
UNLESS NOTED OTHERWISE
TYPICAL
TOP OF WALL
TOP OF STEEL

SYMMETRICAL
SQUARE
SPECIFICATION

SIMILAR
SHEET
ROUND
ROOM
ROOF DRAIN

REVISION
REQUIRED
REINFORCING
RADIUS
PROPERTY LINE
PREFABRICATED
POUND
PHASE
PERPENDICULAR
PER
PENNY
OUTSIDE DIAMETER
OPPOSITE
OPENING
ON CENTER
NUMBER
NOT TO SCALE
NOT IN CONTRACT
NEAR SIDE
NATIONAL ELECTRICAL MANUFACTURERS ASSOC.
NATIONAL ELECTRICAL CODE
NATIONAL BOARD OF FIRE UNDERWRITERS
MISCELLANEOUS
MINIMUM
MECHANICAL
MAXIMUM
MANUFACTURER
LABORATORY
KIP (1,000 LB.)
INTERMEDIATE
INSIDE DIAMETER
INFORMATION
INCH
HORIZONTAL
HIGH STRENGTH BOLT
HEIGHT
HARDWARE
GYPSUM BOARD

CU. IN. CUBIC INCH

EXTERIOR INSULATION FINISH SYSTEM

FINISH FLOOR

GALVANIZED
FOUNDATION

FLUORESCENT
FLOOR DRAIN

FIRE HYDRANT
FIRE HOSE CABINET
FIRE EXTINGUISHER CABINET

FEET OR FOOT
FAR SIDE

FOOTING

ELECTRIC WATER COOLER

EXPANSION JOINT
EQUIPMENT
ELEVATION

ELECTRICAL
DRAWING

DIMENSION
DIAMETER
DIAGONAL
DEPARTMENT
CUBIC YARD

DOOR
DOUBLE

EJ /

F.H.

FTG.

GALV.
FND.

FLUOR.
FD

F.H.C.

F.F.
F.E.C.

FT. or '

EIFS
F.S.

DR

EWC

EXP. JT.
EQUIP.
EL.

ELEC.
DWG.
DBL.

DIM.

CU. YD.

DIAG.
DEPT.

CALCIUM SILICATE MASONRY UNIT

CONCRETE REINFORCING STEEL INSTITUTE

ARCHITECT OR ARCHITECTURAL

CENTERLINE

CUBIC FEET PER MINUTE
CUBIC FOOT

COUNTERSINK
CONTINUOUS
CONSTRUCTION

CONCRETE MASONRY UNIT
COMPOSITION

CLEANOUT
CHANNEL
CENTER TO CENTER

CUBIC

COLUMN

CATCH BASIN

BUILDING
BRACKET

BLOCKING

AVERAGE
ARCHITECTURAL CONCRETE

APPROXIMATE

BOTTOM

CENTER

BEAM
AT

CL

CRSI

CU. FT.
CFM

CU.

CONT.
CONST.

CSK.

C.M.U.
COMP.
COL.

C TO C

C.O.
[

BOT.

CSMU

CTR.
C.B.

BLDG.
BRKT.

AVG.

BLKG.
BM
@

ARCH.
APPROX.

AC

AMERICAN SOCIETY OF TESTING & MATERIALS
AMERICAN NATIONAL STANDARDS INSTITUTE
AMERICAN CONCRETE INSTITUTE

ABBREVIATIONS

APPROVED

ANCHOR BOLT
AMERICAN WELDING SOCIETY

ALUMINUM
ALTERNATE

ANGLE
AND

A.B.

APPD.
L
&

AWS
ASTM
ANSI
ACI
AL.
ALT.

P/L

W/O

VWC.
VERT.
U.N.O.

W/
WWF

TYP.
TOW

T.B.C.
T.O.M.
SSEIS
SYM.

T.L.
T.W.
TOS

RM

SQ. or
SPEC.

RD. or

SAB
SIM.
SHT.

REQ'D.
REINF.

R&S
RD

REV.

R

N.S.

O.D.

PREFAB.
LB. or #

PERP.
O

/
d

OPP.
OPNG.

NO. or #

N.I.C.

O.C.

NTS

MAX.

NEMA

NBFU
MISC.

MECH.

NEC

MIN.

INTER.

INFO.

MFG.
LAB.
K

I.D.

HORIZ.

HDW.
GYP. BD.

"

HSB
HGT.

GA.
GSU

ABOVE FINISHED FLOORAFF

FIRE RETARDANT TREATEDFRT

FIELD VERIFYF.V.

O

O

STEEL

PARTICLE BOARD

ACOUSTIC TILE

GYPSUM BOARD

RIGID INSULATION

BATT INSULATION

PLYWOOD

WOOD (BLOCKING)

WOOD (STUDS, NAILERS)

WOOD (FINISH)

CAST STONE

CONCRETE MASONRY UNITS

BRICK

CONCRETE

ASPHALT

POROUS FILL

MATERIAL DESIGNATIONS

EARTH

RIGID INSULATION

INTERIOR ELEVATION MARKER

KEYED NOTE NUMBER

SHEET NUMBER

DETAIL, WALL or SECTION NUMBER

ELEVATION REFERENCE

REFERENCE NORTH (PLANS)

GRID REFERENCE

REVISION NUMBER

ROOM NUMBER

ROOM NAME

WINDOW NUMBER

DOOR NUMBER

SHEET NUMBER

DETAIL/WALL or SECTION NUMBER

GRAPHIC SYMBOLS

WALL TYPES

DRAWINGS REVISION

REVISION NUMBER

3

A

100
OFFICE

5

102

NORTH

3

D2

AE-501

XX

XXXXX

A

C

D

B

XX

XXXXX

#

##

DRAWING INDEX

DRAWING TITLESHT. #
GENERAL:

GI-001 TITLE SHEET
GI-002 GENERAL INFORMATION

LANDSCAPING:

LE-101 LANDSCAPE PLAN - AREA 1

ARCHITECTURAL:

AS-101 SITE PLAN
AD-101 PLAZA DEMOLITION PLAN - AREA 1
AD-102 PLAZA DEMOLITION PLAN - AREA 2 (ALTERNATE)
AE-101 PLAZA PLAN - AREA 1
AE-102 PLAZA PLAN - AREA 2 (ALTERNATES)
AE-501 DETAILS
AE-502 DETAILS
AE-503 DETAILS
AE-504 DETAILS
AE-505 DETAILS
AE-506 DETAILS
AE-901 3D VIEWS

PLUMBING:

PD-101 PLAZA DEMOLITION PLAN
PE-101 PLAZA PLUMBING PLAN
PE-102 HEAT PLANT PLUMBING PLAN

ELECTRICAL:

EE-001 SYMBOL LEGEND & SHEET INDEX
ED-101 PLAZA ELECTRICAL DEMOLITION PLAN
EP-101 PLAZA ELECTRICAL PLAN
EP-102 BASEMENT ELECTRICAL PLAN

CONTROL JOINTCJ

1 : 1

VICINITY MAPA5A4 SCALE: NONE1 : 1

LOCATION MAP
SCALE: NONE

##

B

ROOF COVERING CLASS C PER TABLE 1505.1G:





DN RAMP DOWN

DN

DN

G.6

G.7

G.8

G.9

H.0

H.1

6.1 6.0 5.9 5.8 5.7 5.6 5.5 5.4 5.3 5.2 5.1 5.0 4.9 4.8 4.7 4.6

AREA 2

AREA 1

ALTERNATES 1 & 2

LOSEE
CENTER

CHILLER
BUILDING

SORENSEN STUDENT CENTER

LOSEE
CENTER

SPARKS
AUTOMOTIVE

WOODBURY
BUSINESS
BUILDING
(BELOW PLAZA LEVEL)
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SITE PLAN

AS-101

 1" = 20'-0"B1 SITE PLAN PROJECT
NORTH

ACTUAL
NORTH



DN

G.6

G.7

G.8

G.9

H.0

5.8 5.7 5.6 5.5 5.4 5.3

1

1

1

2

2

2

2 2

2

2

2

3

5

6 6

6

6

7

8

8

8

9

9

9

10

10

11

10

12

12

DRIVEWAY, PARKING AND
LOADING DOCK BELOW

4

13

14
TYP.

TYP. (U.N.O.)

LOSEE CENTER

CHILLER
BUILDING

SORENSEN STUDENT CENTER

16
5.3-5.7

G.6-G.8

18

16
G.8-G.9

10

13

14
TYP.

TYP. (U.N.O.)

16
G.6-G.8

13

14
TYP.

TYP. (U.N.O.)

13

14
TYP.

TYP. (U.N.O.)

16
5.6-5.7

9

16
G.6-G.8

(+/- 20'-0" BELOW PLAZA LEVEL)

20

9

16
5.6-5.7

16
5.3-5.8

1717

16
G.8-G.9

19

EXTG. STEEP SLOPE DOWN

1

1

1

2

2

2

2 2

2

2

2

3

5

6 6

6

6

7

8

8

8

9

9

9

10

10

11

10

12

4

13

14

15
16

18

16

10

13

14

16

13

14

13

14

16

9

16

20

9

16

16

1717

16

19

5.7-5.8
1610

5.8-NORTH
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PLAZA
DEMOLITION
PLAN - AREA 1

AD-101 1/8" = 1'-0"A1 PLAZA DEMOLITION PLAN - AREA 1

KEYED NOTES
REMOVE ALL EXISTING CONCRETE SIDEWALK SECTIONS BETWEEN
GRIDS 5.3 - 5.8 AND GRIDS G.7 - G.9

IN AREAS SHOWN WITH A DIAGONAL PATTERN AND BENEATH EXISTING
CONCRETE WALKS (BETWEEN GRIDS 5.3 - 5.8 AND GRIDS G.7 - G.9 ON
THE PLAZA LEVEL), REMOVE EXISTING SITE/LANDSCAPING
IMPROVEMENTS INCLUDING BUT NOT BE LIMITED TO ALL LAWN, SOIL,
IRRIGATION SYSTEMS, PLANTS, GRAVEL, RIGID INSULATION ETC.
DOWN TO THE EXISTING CONCRETE DECK - EXISTING WATERPROOFING
MEMBRANE IS TO BE REMOVED COMPLETELY DOWN TO THE BARE
CLEAN CONCRETE DECK.

REMOVE EXISTING DOOR / FRAME / TRANSOM / THRESHOLD ETC. -
REMOVE SEALANTS, ANCHORS, ETC. AS REQUIRED TO LEAVE NO
EVIDENCE OF DOOR REMOVAL.

EXISTING PRE-CAST CONCRETE WALL CAPS - CAREFULLY REMOVE AND
SET ASIDE FOR REINSTALLATION LATER IN THIS PROJECT.

REMOVE EXISTING PRECAST CONCRETE (APPROX. 6" THICK).

EXISTING LANDSCAPING TO REMAIN FROM GRID 5.8 NORTH - PROTECT
FROM DAMAGE.

EXISTING CONCRETE WALK TO REMAIN - PROTECT FROM DAMAGE.

EXISTING ASPHALT WALK PAVERS TO REMAIN - PROTECT FROM
DAMAGE.

EXISTING STEEL PIPE GUARDRAIL SYSTEM TO REMAIN - PROTECT FROM
DAMAGE.

EXISTING PRECAST CONCRETE TO REMAIN - PROTECT FROM DAMAGE.

EXISTING 9'-0"x9'-0" (APPROX.) PRECAST CONCRETE COVER OVER
CONCRETE CURBED OPENING IN CONCRETE DECK - REMOVE AND SET
ASIDE FOR REINSTALLATION LATER IN THIS PROJECT. THE COVER IS
DESIGNED WITH EXISTING STEEL HOOKS IN EACH CORNER FOR
REMOVAL BY CRANE. - PROVIDE WATERTIGHT AND SECURE
TEMPORARY COVERING DURING THE CONSTRUCTION  PROCESS.

EXISTING METAL FLUE TO REMAIN - SEE MECH. DRAWINGS FOR
MODIFICATIONS

EXISTING UNDERGROUND DRAIN TO REMAIN - ORIGINAL BUILDING
DESIGN INDICATES A DRAIN CENTERED IN EACH GRID - FIELD VERIFY
- COORDINATE WITH PLUMBING DRAWINGS.

EXISTING UNDERGROUND 6" DIA. VENT TO BE REMOVED. -
CONTRACTOR IS TO FIELD VERIFY LOCATION AND QUANTITY. -
ORIGINAL BUILDING DESIGN INDICATES A VENT APPROX. 5'-0" EAST OF
EACH DRAIN - FIELD VERIFY.

EXISTING PLUMBING VENT TO REMAIN.

EXISTING PRECAST CONCRETE CAP AND MORTAR SETTING BED TO BE
REMOVED - ALL EXISTING WATERPROOFING MEMBRANE BENEATH THE
MORTAR SETTING BED AND ON FACE OF WALLS MUST BE REMOVED
DOWN TO BARE, CLEAN CONCRETE.

EXISTING TREES TO REMAIN - PROTECT FROM DAMAGE.

EXISTING DRAIN TO BE ABANDONED - FILL WITH CONCRETE FLUSH TO
DECK - COORDINATE WITH PLUMBING DRAWINGS.

EXISTING IRRIGATION LINES CROSS THROUGH THE PLAZA AREA IN
THIS APPROX. LOCATION - PROTECT FROM DAMAGE.

EXISTING POLE LIGHT FIXTURE - PROTECT FROM DAMAGE.

REMOVE CONCRETE SECTIONS AS REQUIRED TO WATERPROOF WALL -
REINSTALL / REPLACE AS REQUIRED.

GENERAL NOTES
1.

2.

THE CONTRACTOR IS RESPONSIBLE TO THOROUGHLY UNDERSTAND
THE DRAWINGS, BUILDING, SYSTEMS, STRUCTURE, ETC. PRIOR TO
BEGINNING THE CONSTRUCTION PROCESS. CAREFUL COORDINATION
BETWEEN THE ARCHITECTURAL, STRUCTURAL, MECHANICAL AND
ELECTRICAL DRAWINGS AS WELL AS COORDINATION OF TRADESMEN
ON THE JOB IS THE RESPONSIBILITY OF THE CONTRACTOR. ANY
QUESTIONS OR VARIATION IN DRAWINGS AND EXISTING CONDITIONS
SHALL BE BROUGHT TO THE ARCHITECT'S ATTENTION AT THE
EARLIEST POSSIBLE OPPORTUNITY.

ALL DIMENSIONS ARE TO BE FIELD VERIFIED. ANY VARIATIONS IN
DIMENSIONS ARE TO BE REVIEWED WITH THE ARCHITECT

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

PROJECT
NORTH

ACTUAL
NORTH

1.

2.

PROJECT
NORTH

ACTUAL
NORTH

16

17

18

19

20

NOTE:
IT IS EXTREMELY IMPORTANT THAT THE BUILDING BE KEPT WATERTIGHT
THROUGHOUT THE CONSTRUCTION PROJECT - CONTRACTOR IS TO
PROVIDE METHODS AND MEANS TO ACCOMPLISH THIS. THIS WILL BE AN
IMPORTANT FACTOR IN THE FINAL SELECTION OF THE CONTRACTOR.

21
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PLAZA
DEMOLITION
PLAN - AREA 2

AD-102

 1/8" = 1'-0"C1 PLAZA AREA 2 - DEMOLITION PROJECT
NORTH

ACTUAL
NORTH

KEYED NOTES
REMOVE ALL EXISTING ASPHALT PAVERS BETWEEN GRIDS 4.6-5.1
AND G.9-H.1

REMOVE EXISTING PRECAST CONCRETE FEATURE STRIPS TYP.
WHERE INDICATED BY SMALL CROSS HATCH PATTERN.

REMOVE EXISTING PRECAST CONC. WALL CAPS AND MORTAR
SETTING BED WHERE INDICATED BY DIAGONAL HATCH PATTERN.

EXISTING CONCRETE PRECAST FEATURE STRIP TO REMAIN -
PROTECT FROM DAMAGE.

EXISTING CONCRETE COLUMN - PROTECT FROM DAMAGE - CLEAN
SURFACES WHICH ARE CURRENTLY BELOW GRADE WHICH WILL BE
EXPOSED DUE TO THE NEW SLOPE OF THE NEW WALKING SURFACE
(WHERE OCCURS)

EXISTING PAINTED STEEL PIPE RAIL TO REMAIN - PROTECT FROM
DAMAGE.

EXISTING PLAZA DRAIN TO REMAIN - PROTECT FROM DAMAGE.

EXISTING ASPHALT PAVERS TO REMAIN - PROTECT FROM DAMAGE.

EXISTING MAN HOLE AND COVER TO REMAIN - MODIFY AS REQUIRED
TO BE FLUSH WITH THE NEW WALKING SURFACE.

EXISTING CONCRETE STAIR SYSTEM TO REMAIN - PROTECT FROM
DAMAGE.

EXISTING PAINTED STEEL PIPE RAILING TO REMAIN - REMOVE
CONCRETE BASE AT BOTTOM OF RAILING AS REQUIRED TO PROVIDE
FLUSH SMOOTH APPEARANCE AFTER NEW WALKING SURFACE IS
INSTALLED.

EXISTING CONCRETE CHEEK WALL AND CONCRETE MONUMENT TO
REMAIN - PROTECT FROM DAMAGE.

EXISTING GRASS / LANDSCAPING TO REMAIN - REWORK AS
REQUIRED WHERE NEW WORK IS TO TAKE PLACE.

REMOVE / REGRADE EXISTING SOIL BELOW ASPHALT PAVERS AS
REQUIRED FOR NEW WALKING SURFACE SYSTEM AND NEW SLOPE -
COORDINATE WITH THE ALTERNATE NEW WALKING SURFACE
OPTIONS.

REMOVE EXISTING ASPHALT PAVING BASE BENEATH THIS ENTIRE
AREA.
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AE-101

KEYED NOTES
NEW BALLASTED SINGLE PLY ROOFING SYSTEM ON NEW INSULATION
SYSTEM - SEE DETAILS AND SPEC.

EXISTING DRAIN BODY TO REMAIN - PROVIDE NEW STRAINERS, CLAMPING
RINGS, EXTENSIONS, BOLTS ETC. - COORDINATE WITH DETAILS AND
PLUMBING DRAWINGS.

NEW DRAIN - COORDINATE WITH DETAILS AND PLUMBING DRAWINGS.

EXISTING ABANDONED DRAIN TO BE INFILLED WITH CONCRETE FLUSH TO
DECK - COORDINATE WITH PLUMBING DRAWINGS.

NEW ASPHALT PAVER PLAZA SYSTEM ON NEW SAND SETTING BED ON
NEW LIGHTWEIGHT FILL MATERIAL ON NEW LIQUID APPLIES
WATERPROOFING MEMBRANE SYSTEM - ELEVATION OF NEW WALKING
SURFACE IS TO MATCH THE EXISTING WALKING SURFACES NORTH OF
GRID 5.8 AND SOUTH OF GRID 5.3 (FIELD VERIFY +/- 20" ABOVE DECK) -
PROVIDE 1/8"/FT. MIN. SLOPE TOWARDS DRAIN - COORDINATE ALL WORK
WITH DETAILS, SPECS AND VERIFICATION OF FIELD MEASUREMENTS. -
SEE DETAIL D4/AE-503 FOR TYP. PAVER LAYOUT

NEW ASPHALT PAVER PLAZA SYSTEM ON NEW WATERPROOFING
MEMBRANE SYSTEM - NO NEW SLOPE REQUIRED IN RECESSED PLAZA
AREAS - IF EXISTING DECK IS FOUND TO HAVE AREA WHERE PONDING OF
WATER WOULD OCCUR, LEVEL SUCH AREAS PRIOR TO INSTALLING
MEMBRANE SYSTEM - COORDINATE WITH DETAILS AND SPECS. - SEE
DETAIL D4/AE-503 FOR TYP. PAVER LAYOUT

NEW PRECAST CONCRETE PLANTER BOX'S AND TREES (12 OF EACH
TOTAL) - COORDINATE WITH DETAILS, SPEC. AND LANDSCAPE DRAWINGS.

BENCHES BY OWNER TYP. OF 10 BENCHES (N.I.C.)

NEW WATER LINE / SPICKET - FLASH PER DETAIL A4/AE-505.

EXISTING PLUMBING VENT - FLASH PER DETAIL A4/AE-505 - CLEAN AND
PAINT EXPOSED PIPE.

EXISTING PRECAST CONCRETE DECK OPENING CAP (W/ LIFT HOOKS) ON
EXTG. CONCRETE CURB - REMOVE CAP TO PERFORM NEW WORK -
OPENING IS TO REMAIN COVERED, WATER TIGHT, AND SECURE DURING
THE CONSTRUCTION PROCESS - REINSTALL CAP - SEE DETAIL INDICATED.

EXISTING PLANTING AREA / LANDSCAPING / TREES TO REMAIN - PROTECT
FROM DAMAGE - PATCH AND REPAIR AREA AFFECTED BY THIS  PROJECT
WORK AS REQUIRED TO MATCH OR BETTER EXISTING CONDITIONS.

NEW BOLLARD TYPE LIGHT FIXTURE - SEE DETAIL INDICATED AND
ELECTRICAL DRAWINGS (TYP. OF 6 NEW FIXTURES)

NEW WALL MOUNTED LIGHT FIXTURES ON WALL ABOVE (NOT SHOWN IN
THIS PLAN) - COORDINATE WITH ELECTRICAL DRAWINGS.

NEW ALUMINUM FRAMED STOREFRONT SYSTEM TO INFILL OPENING
WHERE EXTG. DOOR IS BEING REMOVED - SEE DETAILS INDICATED -
STOREFRONT SYSTEM AND GLAZING IS TO MATCH THAT USED ON THE
STUDENT CENTER.

EXISTING BOILER STACK - SEE DETAILS AND PLUMBING DRAWINGS FOR
NEW WORK.

EXISTING DOOR TO REMAIN.

EXISTING MECHANICAL WALL LOUVER TO REMAIN.

EXISTING STEEL PIPE RAILING TO REMAIN - PROTECT FROM DAMAGE -
TOUCH UP THE PAINT FINISH WHERE AFFECTED BY THE WORK IN THIS
PROJECT.

NEW PAINTED STEEL PIPE RAILING - SEE DETAIL A1/AE-504.

EXISTING CONCRETE WALK - SAWCUT SOUTHERN MOST SECTIONS AS
REQUIRED TO WORK WITH NEW PRECAST CAP.

EXISTING POLE LIGHT FIXTURE - PROTECT FROM DAMAGE.

EXISTING BELOW GRADE IRRIGATION LINES CROSS THROUGH THE PLAZA
AREA AT THIS APPROX. LOCATION - PROTECT FROM DAMAGE.

EXISTING ASPHALT PAVER PLAZA AREA - PROTECT FROM DAMAGE -
REMOVE NORTHERN MOST +/- 2'-0" OF PAVERS / PRECAST AS REQUIRED
TO MAKE TIE IN OF NEW AND EXISTING WATERPROOFING MEMBRANES -
REINSTALL WHEN COMPLETE.

EXISTING PRECAST CONCRETE WALL CAP / FEATURE STRIP TO REMAIN -
PROTECT FROM DAMAGE.

NEW PRECAST CONCRETE WALL CAP SET IN 1800 PSI GROUT - SEE
DETAILS INDICATED AND SPEC.

NEW PRECAST CONCRETE FEATURE STRIP - SEE DETAIL INDICATED.

NEW PRECAST CONCRETE BENCH / WALL CAP / FLASHING - SET IN 1800
PSI GROUT - SEE DETAILS INDICATED AND SPEC.

NEW CAST IN  PLACE CONCRETE STAIR SYSTEM WITH PAINTED STEEL
PIPE RAILING - SEE DETAILS INDICATED.

NEW CAST IN PLACE CONCRETE RAMP SYSTEM WITH PAINTED STEEL PIPE
RAILING - SEE DETAILS INDICATED.

NEW CAST IN PLACE CONCRETE WALL (& CHEEK WALL AT STAIR) - SEE
DETAILS INDICATED.

EXISTING CONCRETE CURB TO REMAIN.

PROVIDE 4'-0" LOCKABLE GATE IN NEW RAILING SYSTEM - STYLE IS TO
MATCH THAT OF THE RAILING.

REPLACE SECTIONS OF CONCRETE PAVEMENT AFTER WATERPROOFING
WALL.

TRIM TREE ROOTS AS REQUIRED

GENERAL NOTES
THE CONTRACTOR IS RESPONSIBLE TO THOROUGHLY UNDERSTAND
THE DRAWINGS, BUILDING, SYSTEMS, STRUCTURE, ETC. PRIOR TO
BEGINNING THE CONSTRUCTION PROCESS. CAREFUL COORDINATION
BETWEEN THE ARCHITECTURAL, STRUCTURAL, MECHANICAL AND
ELECTRICAL DRAWINGS AS WELL AS COORDINATION OF TRADESMEN
ON THE JOB IS THE RESPONSIBILITY OF THE CONTRACTOR. ANY
QUESTIONS OR VARIATION IN DRAWINGS AND EXISTING CONDITIONS
SHALL BE BROUGHT TO THE ARCHITECT'S ATTENTION AT THE
EARLIEST POSSIBLE OPPORTUNITY.

ALL DIMENSIONS ARE TO BE FIELD VERIFIED. ANY VARIATIONS IN
DIMENSIONS ARE TO BE REVIEWED WITH THE ARCHITECT
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IT IS EXTREMELY IMPORTANT THAT THE BUILDING BE KEPT
WATERTIGHT THROUGHOUT THE CONSTRUCTION PROJECT -
CONTRACTOR IS TO PROVIDE METHODS AND MEANS TO ACCOMPLISH
THIS. THIS WILL BE AN IMPORTANT FACTOR IN THE FINAL SELECTION
OF THE CONTRACTOR.
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AE-102

KEYED NOTES
EXISTING PRECAST CONCRETE FEATURE STRIP TO REMAIN.

NEW PRECAST CONCRETE FEATURE STRIP - 2 1/2" THICK, 1'-2" WIDE AND
60" LONG - JOINTS ARE TO ALIGN WITH CAMPUS GRID SYSTEM - SET ON 2"
SAND BED - PROVIDE #2 BAR LOOPS (2 PER 5' SECTION) DRILLED AND
EPOXIED INTO NEW CONCRETE BASE. - PROVIDE HOLES/CHANNELS IN
BOTTOM OF PRECAST STRIPS ALONG GRID H.0 FROM GRIDS 4.7 TO 5.1 TO
ALLOW WATER DRAINAGE BENEATH THE PAVERS ONTO THE GRASS.

EXISTING ASPHALT PAVER SYSTEM TO REMAIN - PROTECT FROM
DAMAGE.

EXISTING LAWN / LANDSCAPING - PROTECT FROM DAMAGE - REWORK /
MODIFY EDGES AFFECTED BY NEW WORK.

EXISTING PLAZA DRAIN SYSTEM TO REMAIN - SLOPE NEW WALKING
SURFACE IN THIS AREA TO DRAIN.

EXISTING MANHOLE / COVER - MODIFY AS REQUIRED TO BE FLUSH WITH
NEW WALKING SURFACE.

EXISTING CONCRETE COLUMN - PROTECT FROM DAMAGE - CLEAN
SURFACES WHICH ARE CURRENTLY BELOW GRADE THAT WILL BE
EXPOSED DUE TO NEW WORK (WHERE OCCURS)

EXISTING CONCRETE STAIR SYSTEM, CONCRETE WALLS, CONCRETE
MONUMENT AND STEEL PIPE RAILING - PROTECT FROM DAMAGE -
REWORK CONCRETE RAILING SUPPORT AT BOTTOM OF STAIR TO PROVIDE
A FLUSH AND FINISHED APPEARANCE WITH NEW WALKING SURFACE.

NEW 6"x12"x2 1/2" THICK ASPHALT PAVER SYSTEM ON 2" SAND BED ON
DRAINAGE FABRIC ON DRAINAGE MAT ON 4" THICK CONCRETE ON 4"
GRAVEL BASE - PROVIDE NEW SLOPE AS INDICATED. - JOINTS ARE TO BE
A MAX. OF 1/8" - SWEEP SAND IN ALL JOINTS

NEW 4" THICK CONCRETE WALK SYSTEM ON 4" GRAVEL BASE - PROVIDE
NEW SLOPE AS INDICATED - JOINTS ARE TO ALIGN WITH CAMPUS GRID -
BROOM FINISH CENTER OF EACH SECTION LEAVING A SMOOTH SURFACE
OF 6" AT THE PERIMETER - PROVIDE 1'-2" WIDE DIVIDER STRIPS AS
INDICATED AT GRID LINES / PERIMETER.

NEW PRECAST CONCRETE WALL CAP - SIM. TO C3/AE-501 - F.V. JOINT
LOCATIONS TO WORK WITH EXISTING RAILING POSTS.

GENERAL NOTES
1.

2.

THE CONTRACTOR IS RESPONSIBLE TO THOROUGHLY UNDERSTAND
THE DRAWINGS, BUILDING, SYSTEMS, STRUCTURE, ETC. PRIOR TO
BEGINNING THE CONSTRUCTION PROCESS. CAREFUL COORDINATION
BETWEEN THE ARCHITECTURAL, STRUCTURAL, MECHANICAL AND
ELECTRICAL DRAWINGS AS WELL AS COORDINATION OF TRADESMEN
ON THE JOB IS THE RESPONSIBILITY OF THE CONTRACTOR. ANY
QUESTIONS OR VARIATION IN DRAWINGS AND EXISTING CONDITIONS
SHALL BE BROUGHT TO THE ARCHITECT'S ATTENTION AT THE
EARLIEST POSSIBLE OPPORTUNITY.

ALL DIMENSIONS ARE TO BE FIELD VERIFIED. ANY VARIATIONS IN
DIMENSIONS ARE TO BE REVIEWED WITH THE ARCHITECT
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6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10" CONCRETE
SLAB

EXISTING CONCRETE WALL

FIELD VERIFY LOCATIONS OF EXISTING
CONDUIT/PIPING PENETRATION THROUGH
WALL WHERE OCCURS - AT ALL SUCH
LOCATIONS EXTEND MEMBRANE 18"
LOWER THAN BOTTOM OF PENETRATION
WITH A MIN. MEMBRANE WIDTH OF 3'-0" -
FIELD VERIFY LOCATIONS AND QUANTITY

EXISTING EARTH /LANDSCAPING -
EXCAVATE AS REQUIRED TO
PERFORM NEW WORK - BACKFILL /
COMPACT AND REPAIR EXISTING
IMPROVEMENTS TO MATCH
EXISTING AS REQUIRED

NEW PRECAST CONCRETE
CAP - SET IN 1800 PSI GROUT
BED - SEE C1/AE-505

EXISTING REBAR - COAT
WITH MEMBRANE AE-501

C4

1' - 2" F.V.

UNCURED NEOPRENE SET IN
MEMBRANE

STAINLESS STEEL CLAMPING
BAND

HIDDEN LINES INDICATE
EXTG. SIDEWALK WHERE
OCCURS - SAWCUT
SOUTH END OF WALK AS
REQUIRED TO MEET NEW
PRECAST CAP AS SHOWN
- PROVIDE SEALANT AT
JOINTS (TYP.)

4"

6"x12"x2-1/2" THICK ASPHALT
PAVER - SWEEP SAND IN ALL
JOINTS

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

PROTECTION  SHEET

125 MIL MEMBRANE

REINFORCEMENT
SHEET

90 MIL. MEMBRANE

1/8" MAX.

6"x12"x2-1/2" THICK ASPHALT
PAVER - SWEEP SAND IN ALL
JOINTS

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

1/8" MAX.PROTECTION  SHEET

125 MIL MEMBRANE

REINFORCEMENT
SHEET

90 MIL. MEMBRANE

6"x12"x2-1/2" THICK ASPHALT
PAVER - SWEEP SAND IN ALL
JOINTS

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

PROTECTION  SHEET

125 MIL MEMBRANE

REINFORCEMENT
SHEET

90 MIL. MEMBRANE

PRECAST CONCRETE FEATURE STRIP
- SEE C1/AE-505

6"x12"x2-1/2" THICK ASPHALT
PAVER 1' - 2"

1/8" MAX.

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

PROTECTION  SHEET

125 MIL MEMBRANE

REINFORCEMENT
SHEET

90 MIL. MEMBRANE

1' - 2"

6"x12"x2-1/2" THICK ASPHALT
PAVER - SWEEP SAND IN ALL
JOINTS

PRECAST CONCRETE FEATURE STRIP -
SET SAND BED - SEE C1/AE-505

NEW 6"x12"x2-1/2" THICK
ASPHALT PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL -
COMPACT

NEW PRECAST CONCRETE CAP
SET IN 1800 PSI GROUT BED - SEE
C1/AE-505

EXISTING REBAR - COAT
WITH MEMBRANE

1' - 2" F.V.

WRAP WALL WITH
MEMBRANE - SEE A4/AE-
501 FOR EXTENT OF
MEMBRANE ON EAST
SIDE OF WALL

EXISTING CONCRETE
WALL

EXISTING GRADE - PATCH
AND REPAIR LANDSCAPING

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT ENGINEERED
FILL - COMPACT

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10" CONCRETE
SLAB

EXISTING CONCRETE WALL

NEW PRECAST CONCRETE CAP -
PROVIDE SEALANT AT RAILING
PENETRATION - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

EXISTING REBAR - COAT
WITH MEMBRANE

1'
 -
 1
 3
/4
"

G
R
A
D
E
 V
A
R
IE
S

EXISTING PAINTED STEEL RAILING
TO REMAIN - TOUCH UP FINISH
WHERE REQUIRED IF AFFECTED
BY NEW WORK - COAT BASE OF
PIPE W/ MEMBRANE TO WITHIN
1/2" OF TOP OF PRECAST CONC.

TOOL GROUT JOINT

AE-501
C3

NEW 6"x12"x2-1/2" THICK
ASPHALT PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL -
COMPACT

EXISTING REBAR - COAT
WITH MEMBRANE

1' - 2" F.V.

WRAP MEMBRANE ON
TOP OF THE WALL TO
WITHIN 1/2" OF OUTSIDE
EDGE

EXISTING CONCRETE
WALL

NEW PRECAST CONCRETE CAP -
PROVIDE SEALANT AT RAILING
PENETRATION - SET IN 1800 PSI GROUT
BED - SEE C1/AE-505

EXISTING PAINTED STEEL
RAILING TO REMAIN -
TOUCH UP FINISH WHERE
REQUIRED IF AFFECTED
BY NEW WORK - COAT
BASE OF PIPE W/
MEMBRANE TO WITHIN 1/2"
OF TOP OF PRECAST
CONC. - REFER TO DETAIL
A4/AE-505 SIM. FOR
FLASHING

TOOL GROUT JOINT

1/2"

1/8" MAX.

LINE OF GRADE VARIES

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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DETAILS

AE-501
 1 1/2" = 1'-0"A4 EAST WALL DETAIL

 3" = 1'-0"B1 ENLARGED MEMBRANE DETAIL (HIGH)

 3" = 1'-0"A1 ENLARGED MEMBRANE DETAIL (LOW)  3" = 1'-0"A2 PRECAST FEATURE STRIP (LOW)

 3" = 1'-0"B2 PRECAST FEATURE STRIP (HIGH)

 3" = 1'-0"C4 EAST WALL DETAIL 1 1/2" = 1'-0"C1 EAST WALL DETAIL  3" = 1'-0"C3 EAST WALL DETAIL



6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO
RUN UP AND OVER THE WALL
ON THE HIGH SIDE AND ACT AS
FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE
SLAB

NEW PRECAST
CONCRETE CAP - SET IN
1800 PSI GROUT BED -
SEE C1/AE-505

NEW #2 REBAR LOOP - COAT
WITH MEMBRANE

TOOL GROUT JOINT

1/
2"

NEW CONCRETE WALL W/
SANDBLASTED ARCHITECTURAL
FINISH ON EXPOSED SURFACE

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE
MAT

1' - 6"1' - 6"MEMBRANE STRIP BELOW
CONCRETE WALL - EXTEND
STRIP 18" BEYOND EDGES
OF WALL - COVER WITH
PROTECTION SHEET

CONE TIES @
24" O.C.

1' - 2"

#4 @ 12" O.C. EACH WAY
EACH FACE

6"x12"x2-1/2" THICK ASPHALT
PAVER OR PRECAST
CONCRETE WHERE OCCURS

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT ENGINEERED
FILL - COMPACT

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO
RUN UP AND OVER THE WALL
ON THE HIGH SIDE AND ACT AS
FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE
SLAB

NEW PRECAST CONCRETE
CAP - SET IN 1800 PSI GROUT
BED - SEE C1/AE-505

NEW #2 REBAR LOOP - COAT
WITH MEMBRANE

TOOL GROUT JOINT

1/
2"

NEW CONCRETE WALL W/
SANDBLASTED ARCHITECTURAL
FINISH ON EXPOSED SURFACE

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE
MAT

1' - 6"1' - 8"MEMBRANE STRIP BELOW
CONCRETE WALL - EXTEND
STRIP 18" BEYOND EDGES
OF WALL - COVER WITH
PROTECTION SHEET

CONE TIES @
24" O.C.

1' - 0" 1' - 2"

12"X12" CONC. PIER FOR LIGHT
BOLLARD SUPPORT - COORD. WITH
PLAZA PLAN FOR LOCATIONS

LIGHT BOLLARD - SEE ELECTRICAL
DRAWINGS - COAT BASE AND BOLTS
WITH MEMBRANE

CONDUIT - 1 PENETRATION

UNCURED NEOPRENE SET IN MEMBRANE

STAINLESS STEEL CLAMPING BAND

4"

#4 @ 12" O.C. EACH
WAY EACH FACE

6 
1/
2"

DRILL & EPOXY (4) #6
VERT. BARS (6 1/2"
EMBED) W/ #3 TIE @ 6"
O.C. ((3) SETS OF TIES
AROUND ANCHOR BOLTS)
- COAT VERT BARS WITH
MEMBRANE

LIGHTWEIGHT SOIL FILL - SEE
LANDSCAPE DRAWINGS

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE ENLARGED
MEMBRANE SYSTEM
DETAILS

EXISTING 10" CONCRETE
SLAB

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE
MAT

NEW TREE - SEE
LANDSCAPE DRAWINGS

WATER RETENTION SYSTEM - SEE
LANDSCAPE DRAWINGS

2" DIA. DRAINAGE HOLE

2'
 -
 4
"

2"

6 5/16"

3 1/16"

3/
4"

4" 2"

4' - 0" SQUARE

2'
 -
 6
"

#4 REBAR

MESH 4"x4"x2.9x2.9

DRAINAGE FABRIC

GRAVEL

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10"
CONCRETE SLAB

EXISTING CONCRETE
WALL/BEAM

NEW PRECAST
CONCRETE BENCH / CAP -
SET IN 1800 PSI GROUT
BED - SEE C1/AE-505EXISTING REBAR (EACH SIDE)

- COAT WITH MEMBRANE

NEW PAINTED STEEL RAILING  -
SEE RAILING DETAIL A1/AE-504 -
CORE DRILL TOP OF WALL

EXPANSION JOINT - SEE
DETAIL

TAPERED INSULATION
SYSTEM PROVIDE 1/4"/FT.
SLOPE TO DRAIN

(2) LAYERS OF 1.8"
POLYISO INSULATION

BALLASTED 90 MIL
REINFORCED EPDM
MEMBRANE SYSTEM - SEE
SPECS.

EXISTING 10"
CONCRETE SLAB

AE-502
B3

SLOPE
1/4"/FT

1' - 2" F.V. 1' - 8"

EXISTING 10"
CONCRETE SLAB

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR (F.V.) (EACH
SIDE) - COAT WITH MEMBRANE

TAPERED INSULATION
SYSTEM PROVIDE 1/4"/FT.
SLOPE TO DRAIN

(2) LAYERS OF 1.8"
POLYISO INSULATION

BALLASTED 90 MIL
REINFORCED EPDM
MEMBRANE SYSTEM -
SEE SPECS.

NEW PAINTED STEEL RAILING - SEE RAILING
DETAIL A1/AE-504 - CORE DRILL TOP OF WALL

LAP SEALANT

TERMINATION BAR W/
DRILLED EXPANSION
ANCHORS @ 12" O.C.

CURED FLASHING MEMBRANE -
LAP AND ADHERE TO TOP OF WALL

BONDING ADHESIVE

WATER CUT OFF MASTIC

SEALANT
NEW PRECAST CONCRETE
CAP/BENCH SET IN 1800 PSI
GROUT BED

125 MIL RUBBERIZED
ASPHALT MEMBRANE

URETHANE JOINT FILLER WITH
BACKER ROD AT EXPANSION
JOINTS

NEW PRECAST CAP  - SET IN 1800
PSI GROUT BED - SEE C1/AE-505

UNCURED NEOPRENE
SHEET SET IN 90 MIL FLUID
APPLIED MEMBRANE

UNCURED NEOPRENE SHEET
SET IN LAYER OF LIQUID
MEMBRANE - FOLD/SAG SHEET
INTO EXPANSION JOINT

CLOSED CELL COMPRESSION
ROD - SIZE TO BE 1" LARGER
IN DIA. THAN AS-BUILT JOINT
OPENING

EXISTING 2" EXPANSION
JOINT

SLOPE
1/4"/FT

1' - 2" F.V.

BALLASTED EPDM MEMBRANE  -
SEE SPECS

WATER CUT-OFF
MASTIC

CLAMPING RING WITH
GROOVES

CLAMPING RING
WITHOUT GROOVES

NEW CAST IRON
SECONDARY ROOF
DRAIN SYSTEM - SEE
PLUMBING DRAWINGSNEW CAST IRON ROOF

DRAIN SYSTEM - SEE
PLUMBING DRAWINGS

LAP SEALANT

TREATED NAILERS AND
SPACER TO MATCH
HEIGHT OF INSULATION

2 LAYERS OF 1.8" RIGID
INSULATION - SEE SPECS

EXTG. 10" CONCRETE DECK

2 4

42

6" MIN.

3'-0"  (NTS)

3' - 10 1/4"6'-0"  (NTS)

EXISTING 10"
CONCRETE SLAB

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR (EACH SIDE)
- COAT WITH MEMBRANE

EXISTING PAINTED STEEL RAILING TO REMAIN
- TOUCH UP FINISH WHERE REQUIRED IF
AFFECTED BY NEW WORK - COAT BASE OF
PIPE WITH MEMBRANE TO WITHIN 1/2" OF TOP
PRECAST CONC.

TAPERED INSULATION
SYSTEM PROVIDE 1/4"/FT.
SLOPE TO DRAIN

(2) LAYERS OF 1.8"
POLYISO INSULATION

BALLASTED 90 MIL REINFORCED
EPDM MEMBRANE SYSTEM -
SEE SPECS.

SLOPE
1/4"/FT

TOOL GROUT JOINT

1/2"

1' - 2" F.V.

NEW PRECAST CONCRETE
CAP - SET IN 1800 PSI GROUT
BED - SEE C1/AE-505

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR (EACH SIDE)
- COAT WITH MEMBRANE

EXISTING PAINTED STEEL RAILING
TO REMAIN - TOUCH UP FINISH
WHERE REQUIRED IF AFFECTED
BY NEW WORK - COAT BASE OF
PIPE WITH MEMBRANE TO WITHIN
1/2" OF TOP PRECAST CONC.

EXISTING 10"
CONCRETE SLAB

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO RUN
UP AND OVER THE WALL TO
WITHIN 1/2" OF EDGE

NEW PRECAST CONCRETE
CAP - SET IN 1800 PSI GROUT
BED - SEE C1/AE-505

TOOL GROUT JOINT

1/2"

1' - 2" F.V.

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - RUN SYSTEM UP
AND ON TOP OF WALL - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10" CONCRETE
SLAB

EXISTING CONCRETE CURB
WALL

EXISTING CONCRETE COVER WITH LIFTING
HOOKS - SET ASIDE TO PERFORM NEW
WORK AND REINSTALL - OPENING MUST BE
MAINTAINED SECURE AND WATER PROOF
DURING CONSTRUCTION

PROVIDE NEOPRENE SHEET ON TOP OF
NEW MEMBRANE FOR PROTECTION OF
MEMBRANE - LAP WALL WITH NEOPRENE
TO JUST BELOW PAVER LINE

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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DETAILS

AE-502

 1 1/2" = 1'-0"B1 AREA SEPARATION WALL

 1 1/2" = 1'-0"A1 AREA SEPARATION WALL @ LIGHT BOLLARD

 1 1/2" = 1'-0"D1 PRECAST PLANTER

 1 1/2" = 1'-0"A3 EPDM TO PAVERS EXPANSION JOINT (LOW)

 3" = 1'-0"B3 EXPANSION JOINT @ EPDM

 3" = 1'-0"D3 EPDM ROOF DRAIN DETAIL

 1 1/2" = 1'-0"A5 EPDM NORTH WALL

 1 1/2" = 1'-0"B5 PAVERS AT SERVICE BAY WALL

 1 1/2" = 1'-0"D5 EAST WALL DETAIL



6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT FILL

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO
RUN UP AND OVER THE WALL
ON THE HIGH SIDE AND ACT AS
FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE
SLAB

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE
MAT

MEMBRANE STRIP BELOW
CONCRETE WALL - EXTEND
STRIP 18" BEYOND EDGES
OF WALL - COVER WITH
PROTECTION SHEET

1' - 6" 1' - 6"

2'
 -
 1
0"

1/2
" R

5"

1' - 2" 2' - 3"

1' - 2" TYP.

�� ��1"

E
Q

E
Q

E
Q

F
.V
.

F
.V
.

F
.V
.

2"

2"

1 1/4" DIA. SCHEDULE 40
GALVANIZED PIPE RAIL -
PAINT

2'
 -
 1
0"

2'
 -
 1
0"

10
"

10
"

2"

2"

WELD LOWER RAILING
PIPE TO 3/8" GALVANIZED
STEEL PLATE - ANCHOR TO
DECK WITH EXPANSION
ANCHORS - COAT PLATE,
ANCHORS ETC. WITH
MEMBRANE

14" WIDE ARCHITECTURAL
CONCRETE CHEEK WALL
BEYOND - PROVIDE 3/4"
CHAMFER ON ALL EXPOSED
CORNERS

GALV. STAIR TOE
GUARD WITH NON
SLIP SURFACE1' - 0"

LIGHTWEIGHT
ENGINEERED FILL#4 BY CONT.

EA. STEP

#4 BY 12" O.C.
EACH WAY

2' - 0"26" (ONE TREAD + 12")

1' - 6"

AE-505
A4

SIM.

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO
RUN UP AND OVER THE WALL
ON THE HIGH SIDE AND ACT AS
FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE
SLAB

6"x12"x2-1/2" THICK
ASPHALT PAVER
DRAINAGE MAT

MEMBRANE STRIP BELOW
CONCRETE WALL - EXTEND
STRIP 18" BEYOND EDGES
OF WALL - COVER WITH
PROTECTION SHEET

1' - 6"

2'
 -
 1
0"

1/2
" R

5"

1' - 2" 2' - 2 15/16"

1' - 2" TYP.

�� ��1"

E
Q

E
Q

E
Q

F
.V
.

F
.V
.

F
.V
.

1 1/4" DIA. SCHEDULE 40
GALVANIZED PIPE RAIL -
PAINT

2'
 -
 1
0"

10
"

10
"

2"

2"

WELD LOWER RAILING
PIPE TO 3/8" GALVANIZED
STEEL PLATE - ANCHOR TO
DECK WITH EXPANSION
ANCHORS - COAT PLATE,
ANCHORS ETC. WITH
MEMBRANE

ARCHITECTURAL CONCRETE
CHEEK WALL @ RAMP
BEYOND - PROVIDE 3/4"
CHAMFER ON ALL EXPOSED
CORNERS

GALV. STAIR TOE GUARD
WITH NON SLIP SURFACE

LIGHTWEIGHT
ENGINEERED FILL

EXTG. PRECAST CONCRETE CAP AND ASPHALT
PAVERS - CAREFULLY REMOVE AS REQUIRED,
REWORK MEMBRANE / EXPANSION JOINT TO TIE
INTO EXTG. MEMBRANE BENEATH PAVER
SYSTEM TO THE SOUTH AND REINSTALL - TIE IN
IS TO BE A MIN. OF 2'-0" BEYOND PRECAST
SOUTHERN MOST PAVER EDGE

AE-506
C4

2' - 0"26" (ONE TREAD + 12")

AE-505
A4

SIM.

1' - 6"

#4 BY CONT.
EA. STEP

#4 BY 12" O.C.
EACH WAY

EXISTING 10"
CONCRETE SLAB

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR (EACH SIDE)
- COAT WITH MEMBRANE

NEW PAINTED STEEL RAILING  -
SEE RAILING DETAIL A1/AE-504 -
CORE DRILL TOP OF WALL

EXPANSION JOINT - SEE
DETAIL

TAPERED INSULATION
SYSTEM PROVIDE 1/4"/FT.
SLOPE TO DRAIN

(2) LAYERS OF 1.8"
POLYISO INSULATION

BALLASTED 90 MIL
REINFORCED EPDM
MEMBRANE SYSTEM - SEE
SPECS.

EXISTING 10"
CONCRETE SLAB

SLOPE
1/4"/FT

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT
ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAILS - MEMBRANE
IS TO RUN UP AND OVER THE
WALL ON THE HIGH SIDE AND
ACT AS FLASHING ON THE LOW
SIDE

NEW PRECAST
CONCRETE CAP - SET IN
1800 PSI GROUT BED -
SEE C1/AE-505

AE-502
B3

1' - 2" F.V. 2" 1' - 2" F.V.

6"x12"x2-1/2" THICK ASPHALT
PAVER

2" SAND BED

DRAINAGE FABRIC

LIGHTWEIGHT ENGINEERED FILL

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10" CONCRETE
SLAB

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR - COAT
WITH MEMBRANE

EXTG. PRECAST CONCRETE CAP AND ASPHALT
PAVERS - CAREFULLY REMOVE AS REQUIRED,
REWORK MEMBRANE / EXPANSION JOINT TO TIE
INTO EXTG. MEMBRANE BENEATH PAVER
SYSTEM TO THE SOUTH AND REINSTALL - TIE IN
IS TO BE A MIN. OF 2'-0" BEYOND PRECAST
SOUTHERN MOST PAVER EDGE

AE-506
C4

1'
 -
 0
"

6"
6"

1' - 0"

6" 6"

1/8" MAX. JOINT SPACE -
SWEEP SAND IN ALL
JOINTS

2 1/2" THICK x 6"
WIDE x 12" LONG
ASPHALT PAVERS

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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DETAILS

AE-503
 1 1/2" = 1'-0"A1 STAIR DETAIL (NORTH EAST OF PLAZA)

 1 1/2" = 1'-0"C1 STAIR DETAIL (SOUTH WEST OF PLAZA)

 1 1/2" = 1'-0"A3 EPDM TO PAVERS EXPANSION JOINT (HIGH)

 1 1/2" = 1'-0"B4 EXPANSION JOINT (SOUTH SIDE OF PLAZA)

 1 1/2" = 1'-0"D4 TYP. ASPHALT PAVER PATTERN



NEW PRECAST CONCRETE CAP ON NEW
1800 PSI MORTAR SETTING BED - SEE
C1/AE-505 - PROVIDE 3/8" JOINTS AT 5'-0"
CAMPUS GRID AND ONE INTERMEDIATE
JOINT CENTERED BETWEEN CAMPUS
GRIDS - COORDINATE LOCATION FOR
FILED CORE DRILL WITH RAILING
FABRICATOR - PROVIDE SEALANT AT
RAILING PENETRATION AND AT ALL
JOINTS - TOOL ALL EXPOSED MORTAR
JOINTS (WHERE OCCURS)

"A"

"A"

1-1/4" DIA. STEEL PIPE

1/2" DIA. STEEL PIPE SUPPORT AT
EACH POST

1-1/2" DIA. STEEL PIPE

1/2" STEEL BAR

1-1/2" DIA. STEEL PIPE POSTS - COAT BOTTOM
OF PIPE WITH ROOFING MEMBRANE TO
WITHIN 1/2"  OF TOP OF CONC. CAP - REFER
TO A4/AE-505 SIM. FOR FLASHING

1-1/2" DIA. STEEL PIPE

CORE DRILL RAIL POST LOCATION
AND FILL WITH NON SHRINK
GROUT

8"
3'
 -
 6
"

4"
 M
A
X
.

2'
 -
 8
 7
/8
"

1 7/8" EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

4" MAX. SPACING TYP.��

NOTE:
ALL STEEL IS TO BE
GALVANIZED, SHOP PRIMED AND
PAINTED

"A-A"

POSTS TO ALIGN W/ 5' - 0" CAMPUS GRID TYP.3" TYP. SPACE WHERE
RAIL ENDS

5" R

*

* = CONTRACTOR IS TO FIELD VERIFY
THAT THE HEIGHTS OF HORIZONTAL
ELEMENTS OF THIS RAILING SYSTEM
ARE TO MATCH THAT OF THE EXISTING
ADJACENT RAILING HEIGHT THAT RUNS
ALONG THE SERVICE DRIVE WALL -
PROVIDE DETAILED SHOP DRAWINGS

NEW ALUMINUM
FRAME - MATCH EXTG.

GLASS - MATCH
EXISTING

SHIM AS REQ'D. AND
CAULK BOTH SIDES

EXTG. CONCRETE COLUMN
- PATCH AND REPAIR AS
REQUIRED FROM
DEMOLITION PROCESS OF
DOOR SYSTEM

PATCH/REPAIR WALL AFFECTED BY
THIS PROJECT INCLUDING BUT NOT
LIMITED TO WOOD BASE, GYP. BD.
WALL, PAINT, CARPET, BRICK, ETC.

EXISTING BRICK

EXISTING CMU COVERED
WITH BENT STEEL PLATE
(BELOW)

B1

AE-504

NEW ALUMINUM
FRAME - SEE SPEC.

GLASS - SEE SPEC.

SHIM AS REQ'D. AND
CAULK BOTH SIDES

PATCH/REPAIR WALL AFFECTED
BY THIS PROJECT INCLUDING
BUT NOT LIMITED TO WOOD
BASE, GYP. BD. WALL, PAINT,
BRICK, ETC.

EXISTING BRICK

EXISTING CMU COVERED
WITH BENT STEEL PLATE
(PLASTERED ON
EXPOSED END)

6"x12"x2-1/2" THICK ASPHALT
PAVER

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING CONCRETE
WALL/BEAM

NEW PRECAST CONCRETE
BENCH - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

EXISTING 10"
CONCRETE SLAB

MODIFY EXTG. CARPET
AS REQUIRED

B3

AE-504

AE-504
D1

SEE DETAIL D3/AE-504 FOR
WINDOW HEAD CONDITION

NEW PRECAST CONCRETE
CAP/BENCH - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

125 MIL RUBBERIZED
ASPHALT MEMBRANE

URETHANE JOINT FILLER
WITH BACKER ROD AT
EXPANSION JOINTS

UNCURED NEOPRENE SHEET
SET IN 90 MIL FLUID APPLIED
MEMBRANE

UNCURED NEOPRENE SHEET
SET IN LAYER OF LIQUID
MEMBRANE - FOLD/SAG SHEET
INTO EXPANSION JOINT

CLOSED CELL COMPRESSION ROD
- SIZE TO BE 1" LARGER IN DIA.
THAN AS-BUILT JOINT OPENING

NEW ALUMINUM STOREFRONT SYSTEM
- MATCH EXTG.

SHIM AS REQUIRED -
CAULK BOTH SIDES

24 GA. PREFINISHED SHEET METAL-
INSTALL BENEATH WINDOW SYSTEM

NEW PRECAST CONCRETE
CAP/BENCH - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

125 MIL RUBBERIZED
ASPHALT MEMBRANE

UNCURED NEOPRENE SHEET
SET IN 90 MIL FLUID APPLIED
MEMBRANE

UNCURED NEOPRENE SHEET
SET IN LAYER OF LIQUID
MEMBRANE - FOLD/SAG SHEET
INTO EXPANSION JOINT

CLOSED CELL COMPRESSION ROD
- SIZE TO BE 1" LARGER IN DIA.
THAN AS-BUILT JOINT OPENING

EXTG. STEEL PLATE TO REMAIN - PAINT

NEW 24 GA. PREFINISHED METAL FLASHING -
FRICTION FIT BEHIND STEEL PLATE - BEND TO ALLOW
HEMMED EDGE TO FIT SNUG TO TOP OF CONCRETE -
LOOSEN BOLTS ON STEEL PLATE IF REQUIRED TO
INSTALL, RETIGHTEN WHEN COMPLETE

EXISTING BRICK

EXISTING CMU

6"x12"x2-1/2" THICK ASPHALT
PAVER

DRAINAGE MAT

RUBBERIZED LIQUID
ASPHALT MEMBRANE
SYSTEM - SEE
ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING CONCRETE
WALL/BEAM

NEW PRECAST CONCRETE
BENCH - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

EXISTING 10"
CONCRETE SLAB

EXISTING METAL STUD
WALL

NEW 24 GA. PREFINISHED
METAL FLASHING

AE-504
D4

NEW ALUMINUM
STOREFRONT  SYSTEM -
MATCH EXISTING

SHIM AS REQUIRED -
CAULK BOTH SIDES

EXISTING CONCRETE BEAM

EXISTING BRICK BEYOND

EXISTING LAY-IN ACOUSTIC
CEILING

3' - 4 1/4" F.V.

2'
 -
 1
0"

7'
 -
 2
"

10
' -
 0
" 
F
.V
.

B3

AE-504

D3

AE-504

B1

AE-504

EXTG. CONCRETE
BEAM

EXTG. BRICK

NEW ALUMINUM
STOREFRONT
SYSTEM AND
GLAZING - MATCH
THAT USED IN THE
EXISTING STUDENT
CENTER BUILDING

EXTG. CONC COLUMN

EXTG. STEEL PLATE
COVERING EXTG.
CMU

NEW CONC. PRECAST
CONC. BENCH/CAP

EXTG. MECHANICAL
LOUVER

B4

AE-504

2'
 -
 6
"

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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DETAILS

AE-504
 1 1/2" = 1'-0"A1 NEW RAILING DETAIL

 3" = 1'-0"B3 NEW WINDOW JAMB DETAIL 1 1/2" = 1'-0"B1 NEW WINDOW SILL DETAIL

 3" = 1'-0"D1 EXPANSION JOINT @ WINDOW  3" = 1'-0"D4 EXPANSION JOINT @ STUDENT CENTER WALL

 1 1/2" = 1'-0"B4 DETAIL @ STUDENT CENTER WALL

 3" = 1'-0"D3 NEW WINDOW HEAD DETAIL

 3/8" = 1'-0"A5 NEW WINDOW ELEVATION



6"x12"x2-1/2" THICK ASPHALT
PAVER - PROVIDE 1/8"/FT
SLOPE TOWARDS DRAIN TYP.
- NOTCH PAVERS AS REQ'D.
AROUND DRAIN SYSTEM

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

MEMBRANE - SEE
ENLARGED MEMBRANE
DETAILS

NEW OR EXISTING DRAIN -
SEE PLUMBING DRAWINGS

6"x12"x2-1/2" THICK ASPHALT
PAVER - PROVIDE 1/8"/FT
SLOPE TOWARDS DRAIN TYP.
- NOTCH PAVERS AS REQ'D.
AROUND DRAIN SYSTEM

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS - CUT/CHIP
SLAB AT NEW DRAIN
LOCATION AS REQUIRED

MEMBRANE - SEE
ENLARGED MEMBRANE
DETAILS

DRAINAGE FABRIC

CLEAN GRAVEL

LIGHTWEIGHT
ENGINEERED FILL

NEW PLAZA DRAIN SYSTEM
WITH PERFORATED EXTENSION
TO ATTACH TO EXISTING CAST-
IN-PLACE DRAIN BOWL - SEE
PLUMBING DRAWINGS

DRAINAGE FABRIC

2" SAND BED

NEW OR EXISTING DRAIN
BOWL - SEE PLUMBING
DRAWINGS

�
�

�
�

�
�

�
�

F
IE
LD
 V
E
R
IF
Y

6"x12"x2-1/2" THICK ASPHALT
PAVER - PROVIDE 1/8"/FT
SLOPE TOWARDS DRAIN TYP.
- NOTCH PAVERS AS REQ'D.
AROUND DRAIN SYSTEM

DRAINAGE MAT

EXISTING 10" CONCRETE
SLAB - PRIME SLAB PER
ROOFING MANUFACTURERS
REQUIREMENTS

MEMBRANE - SEE
ENLARGED MEMBRANE
DETAILS

NEW OR EXISTING VENT PIPE,
CONDUIT, WATER PIPE,
RAILING POST ETC. -
COORDINATE WITH PLAN

3"

STAINLESS STEEL BAND
CLAMP

UNCURED NEOPRENE
SET IN MEMBRANE

EXISTING BRICK

EXISTING CMU

NEW 24 GA. PREFINISHED
METAL FLASHING

EXISTING 10"
CONCRETE SLAB

EXISTING CONCRETE
WALL/BEAM

EXISTING REBAR (EACH SIDE)
- COAT WITH MEMBRANE

EXTG. EXPANSION JOINT

TAPERED INSULATION
SYSTEM PROVIDE 1/4"/FT.
SLOPE TO DRAIN

(2) LAYERS OF 1.8"
POLYISO INSULATION

BALLASTED 90 MIL
REINFORCED EPDM
MEMBRANE SYSTEM - SEE
SPECS.

SLOPE
1/4"/FT

AE-504
D4

AE-502
B3

SIM.
NEW PRECAST CONC. CAP -
SET IN 1800 PSI GROUT BED -
SEE C1/AE-505

EXISTING BENT STEEL
PLATE

1' - 2" F.V.

2 
1/
2"

1' - 2" F.V.

2 
1/
2" 3"

1' - 8" F.V.

3"

2 
1/
4"

1 3/8"

3"

4"

1'
 -
 5
 1
/8
"

3"

2 
3/
8"

1'
 -
 5
 1
/8
"

3"

4"

1' - 6 5/8" F.V.

NOTE:

ALL PRECAST CONCRETE ITEMS ARE TO BE CAST IN PIECES THAT WILL ALIGN THE
JOINTS WITH THE CAMPUS'S 30'-0" GRID SYSTEM IN 5'-0" INCREMENTS (UNO).

PIECES THAT ARE INSTALLED IN CONJUNCTION WITH RAILING SYSTEMS ARE TO BE
CAST AT 30" LENGTHS TO ALLOW PIECES TO BE SET IN PLACE BETWEEN THE RAILING
POSTS THAT ARE ON A 5'-0" GRID LAYOUT.  PIECES THAT ARE NOT RELATED TO THE
RAILING SYSTEM ARE TO BE CAST IN 60" LENGTHS. (NOT INCLUDING JOINT SPACE).

DETAILED SHOP DRAWINGS ARE REQUIRED FOR ALL CAST CONCRETE ITEMS.

REBAR LOOPS BENEATH PRECAST ITEMS ARE ASSUMED TO BE EXISTING - IF FOUND
TO NOT BE EXISTING, THE CONTRACTOR IS TO PROVIDE NEW AS REQUIRED BY THE
PRECAST MANUFACTURER

ALL DIMENSIONS INDICATED ARE FOR BIDDING PURPOSES AND ARE TO BE FIELD
VERIFIED WITH EXISTING CONDITIONS PRIOR TO CASTING.

ACTUAL VERTICAL HEIGHTS / ELEVATIONS OF NEW PRECAST ITEMS (EXCEPT
FEATURE STRIPS) SHALL BE DETERMINED BY THE EXISTING SURROUNDING PLAZA
AREAS SO THAT TOPS OF NEW PRECAST ITEMS MATCH THE ELEVATION / HEIGHT OF
EXISTING SURROUNDING AREAS. THIS MAY BE DETERMINED ONCE THE REMOVAL OF
THE EXISTING LANDSCAPING/SOIL ETC. MATERIALS HAVE BEEN REMOVED DOWN TO
THE BARE CONCRETE DECK.

ACTUAL HORIZONTAL WIDTHS OF NEW PRECAST ITEMS ARE TO BE VERIFIED WITH
THE EXISTING BELOW GRADE WALL WIDTHS ONCE EXISTING WALL CONDITIONS ARE
EXPOSED.

ALL PRECAST CONCRETE IS TO BE ARCHITECTURAL GRADE AND COLOR IS TO MATCH
THE WHITE CONCRETE THAT USED ELSEWHERE ON CAMPUS. PROVIDE COLOR
SAMPLES PRIOR TO CASTING.

SEE DETAIL D1/AE-502 FOR PRECAST PLANTER.

FEATURE STRIPS WALL CAPS BENCH / FLASHING WITH OVERHANG BENCH / FLASHING WITHOUT OVERHANG

THIS BENCH OPTION,
WITHOUT THE OVERHANG,
IS TO BE USED ALONGSIDE
THE NEW RAMP - LENGTH
IS TO BE DETERMINED BY
RAMP LENGTH

#4 REBAR (TYP.)

MESH 4"x4"x2.9x2.9 (TYP.)

6"x12"x2-1/2" THICK ASPHALT PAVER

DRAINAGE MAT

RUBBERIZED LIQUID ASPHALT MEMBRANE
SYSTEM - SEE ENLARGED MEMBRANE
SYSTEM DETAIL

EXISTING 10" CONCRETE SLAB

OF STACK

2

8
2

2

4

4

6" UNCURED NEOPRENE SET IN
LAYER OF LIQUID MEMBRANE

3"

NEW 18 GA. GALVANIZED AND PAINTED SHEET
METAL CAP W/ SOLDERED CONE TO EXTEND
INTO EXTG. STORM HOOD AS SHOWN -
PROVIDE SLOPE AWAY FROM STACK

18 GA.  GALV. AND PAINTED SHEET METAL -
ATTACH W/ SCREWS W/ NEOPRENE WASHERS
@ 8" O.C. - PAINT SCREWS - EXTEND TO
BELOW PAVERS

FRT. 2X CURB FRAMING AS SHOWN

EXTG. BOILER STACK WITH EXTG.
STORM HOOD TO REMAIN - SEE MECH.
DRAWINGS FOR STACK MODIFICATIONS

NEW INSULATED THIMBLE - SEE
MECH. DRAWINGS

EXISTING 10" CONCRETE SLAB

OF STACK

2

2

4

4

NEW 18 GA. GALVANIZED AND PAINTED SHEET
METAL CAP W/ SOLDERED CONE TO EXTEND
INTO EXTG. STORM HOOD AS SHOWN -
PROVIDE SLOPE AWAY FROM STACK

24 GA.  GALV. AND PAINTED
COUNTERFLASHING - ATTACH W/ SCREWS W/
NEOPRENE WASHERS @ 8" O.C. - PAINT
SCREWS

FRT. 2X PONY WALL W/ 1/2" FRT.
SHEATHING AS SHOWN - CONSTRUCT
TO BE A MIN. 8" ABOVE NEW ROOF
SURFACE

EXTG. BOILER STACK WITH EXTG. STORM
HOOD LOOSEN HOOD AND REPOSITION
HIGHER TO ALLOW NEW WORK BELOW

NEW INSULATED THIMBLE - SEE
MECH. DRAWINGS

8"

NEW BALLASTED 90 MIL. REINFORCED
EPDM ROOF SYSTEM ON TAPERED
INSULATION ON (2) LAYERS OF 1.8"
POLYISO INSULATION

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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DETAILS

AE-505
 3" = 1'-0"A3 PLAZA DRAIN  (LOW) 3" = 1'-0"A1 PLAZA DRAIN (HIGH)  3" = 1'-0"A4 FLASHING (PIPE, CONDUIT, POST, VENTS ETC.)

 1 1/2" = 1'-0"B3 EPDM @ STUDENT CENTER WALL

 3" = 1'-0"C1 PRECAST CONCRETE

 1 1/2" = 1'-0"B4 BOILER STACK @ PAVERS

 1 1/2" = 1'-0"C4 BOILER STACK @ EPDM



RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE
ENLARGED MEMBRANE SYSTEM
DETAILS - MEMBRANE IS TO
RUN UP AND OVER THE WALL
ON THE HIGH SIDE AND ACT AS
FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE
SLAB

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE MAT

MEMBRANE STRIP BELOW
CONCRETE WALL AND RAMP -
EXTEND STRIP 18" BEYOND
EDGES OF WALL/RAMP - COVER
WITH PROTECTION SHEET

1' - 2"

1 1/4" DIA. SCHEDULE 40
GALVANIZED PIPE RAIL -
PAINT - SET IN NEW
CONCRETE CHEEK WALL

ARCHITECTURAL CONCRETE
CHEEK WALL - PROVIDE 3/4"
CHAMFER ON ALL EXPOSED
CORNERS

12
1

EXTG. PRECAST CONCRETE CAP AND ASPHALT
PAVERS - CAREFULLY REMOVE AS REQUIRED,
REWORK MEMBRANE / EXPANSION JOINT TO TIE
INTO EXTG. MEMBRANE BENEATH PAVER
SYSTEM TO THE SOUTH AND REINSTALL - TIE IN
IS TO BE A MIN. OF 2'-0" BEYOND PRECAST
SOUTHERN MOST PAVER EDGE

NEW 4" THICK CONCRETE
RAMP - RAMP IS TO BE A MAX.
SLOPE OF 1" IN 12"

LIGHTWEIGHT ENGINEERED FILL

4"

2'
 -
 1
0"

1' - 0 1/4"

2'
 -
 1
0"

2'
 -
 1
0"

1' - 0"CAULK JOINTS -
TYP.

EQ EQ EQ EQ

LENGTH OF RAMP IS TO BE FIELD
VERIFIED - LENGTH OF RAMP WILL BE
DETERMINED BY THE EXISTING
HEIGHT OF THE TOP EASTERN MOST
EDGE OF PAVERS ALONG GRID 5.3 TO
THE TOP OF THE NEW ASPHALT
PAVERS AND SHALL SLOPE A MAX. OF
1"/12"

10
"

2"

2"

10
"

C1

AE-506

1' - 6"

AE-506
C4

RUBBERIZED LIQUID ASPHALT
MEMBRANE SYSTEM - SEE ENLARGED
MEMBRANE SYSTEM DETAILS -
MEMBRANE IS TO RUN UP AND OVER
THE WALL ON THE HIGH SIDE AND ACT
AS FLASHING ON THE LOW SIDE

EXISTING 10" CONCRETE SLAB

MEMBRANE STRIP BELOW CONCRETE
WALL AND RAMP - EXTEND STRIP 18"
BEYOND EDGES OF WALL/RAMP - COVER
WITH PROTECTION SHEET

1 1/4" DIA. SCHEDULE 40 GALVANIZED
PIPE RAIL - PAINT - SET IN NEW
CONCRETE CHEEK WALL

ARCHITECTURAL CONCRETE CHEEK
WALL - PROVIDE 3/4" CHAMFER ON
ALL EXPOSED CORNERS

NEW 4" THICK CONCRETE RAMP - RAMP
IS TO BE A MAX. SLOPE OF 1" IN 12"

LIGHTWEIGHT ENGINEERED FILL

AE-504
D4

LENGTH OF RAMP IS TO BE FIELD
VERIFIED - LENGTH OF RAMP WILL BE
DETERMINED BY THE EXISTING
HEIGHT OF THE TOP EASTERN MOST
EDGE OF PAVERS ALONG GRID 5.3 TO
THE TOP OF THE NEW ASPHALT
PAVERS AND SHALL SLOPE A MAX. OF
1"/12"

6"x12"x2-1/2" THICK
ASPHALT PAVER

DRAINAGE MAT

CAULK - TYP.

PRECAST BENCH/CAP -
ALONG LENGTH OF RAMP
PROVIDE BENCH WITHOUT
THE OVERHANG USED
ELSEWHERE - SET IN 1800 PSI
GROUT BED - SEE C1/AE-505

4"

2'
 -
 1
0"

5' - 0"

6"6"

A1

AE-506

1' - 0"
1' - 0"

1' - 6"4 
1/
2"

REINF. W/ #4 @ 12" O.C. EA. WAY
AND EA. FACE - DRILL AND EPOXY
VERT. REINF. INTO EXISTING
CONCRETE LID W/ 4 1/2"
EMBEDMENT - COAT VERT. BARS
WITH MEMBRANE

125 MIL RUBBERIZED
ASPHALT MEMBRANE

UNCURED NEOPRENE SHEET
SET IN 90 MIL FLUID APPLIED
MEMBRANE

UNCURED NEOPRENE SHEET
SET IN LAYER OF LIQUID
MEMBRANE - FOLD/SAG SHEET
INTO EXPANSION JOINT

CLOSED CELL COMPRESSION ROD
- SIZE TO BE 1" LARGER IN DIA.
THAN AS-BUILT JOINT OPENING

EXTG. PRECAST CONCRETE CAP - CAREFULLY REMOVE
AS REQUIRED, REWORK MEMBRANE / EXPANSION JOINT
TO TIE INTO EXTG. MEMBRANE BENEATH PAVER SYSTEM
TO THE SOUTH AND REINSTALL - TIE IN IS TO BE A MIN.
OF 2'-0" BEYOND PRECAST SOUTHERN MOST PAVER
EDGE - SET IN 1800 PSI GROUT BED URETHANE JOINT FILLER WITH BACKER

ROD AT EXPANSION JOINTS

TYP. NOTE:
REBAR LOOPS BENEATH EXISTING PRECAST WALL
CAPS ARE INDICATED IN ORIGINAL BUILDING DRAWINGS
TO BE EXISTING - IF AFTER REMOVAL OF EXISTING WALL
CAPS, THE BARS ARE FOUND NOT TO BE EXISTING THE
CONTRACTOR IS RESPONSIBLE FOR INSTALLATION OF
NEW #2 BARS THAT SHALL BE DRILLED AND EPOXIED
INTO WALL PER THE REQUIREMENTS OF THE PRECAST
CONCRETE CAP MANUFACTURER.
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 1 1/2" = 1'-0"A1 RAMP SECTION 1
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3D VIEWS

AE-901
A1 VIEW FROM SOUTH EAST OF PROJECT A3 VIEW FROM NORTH EAST OF PROJECT

C1 VIEW AT NORTH EAST STAIRS

NOTE:
THE VIEWS ON THIS SHEET ARE NOT TO BE
CONSTRUCTED FROM - THESE ARE SOLELY
FOR THE PURPOSE OF HELPING TO VISUALIZE
AND CONCEPTUALLY UNDERSTANDING THE
PROJECT.

C3 VIEW FROM STANDING ON RAMP
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